
5'-0" MIN.

R/W

NOTES:

1. BACKFILL AROUND ALL SERVICE CONNECTIONS AND APPURTENANCES SHALL BE NATURAL SAND (ODOT
703.06).

2. ALL SERVICE CONNECTIONS AND APPURTENANCES SHALL BE OPEN CUT CONSTRUCTION EXCEPT AS
ALLOWED BY PLAN OR SPECIFICATIONS.

3. FOR INSIDE METER REQUIREMENTS, SEE RULES & REGULATIONS.

WATER MAIN

CORPORATION STOP; MUELLER
B-25008N, FORD FB1000-X-NL
OR APPROVED EQUAL

1" MIN. COPPER SERVICE (TYPE K)
OR POLYETHELYNE TUBING, CTS,

PE4710 IN ACCORDANCE WITH
SPECIFICATION ITEM W39

BRICK BLOCKING

CURB STOP; MUELLER
B-25209N, B44XXX-Q-NL
OR APPROVED EQUAL

CURB BOX; BUFFALO TYPE "C"
EXTENSION SERVICE BOX

5'-0" MIN.

EXISTING GRADE. MAX. 1'-0"

SEE ITEM SPEC. W39,
6.0A FOR "TAIL"PIPING

REQUIREMENTS

NO SCALE

WATER SERVICE
CONNECTION
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